NOTE
1. UNIT MUST BE INSTALLED IN ORIENTATION SHOWN.
2. SPECIFICATIONS MAY BE SUBJECT TO CHANGE WITHOUT NOTICE.
@ 6" Combustion Inlet *
. (9.89)
}—7 36 Service Area — +
@ 6" Flue Gas L @)
Exhaust I
|
|
|
|
|
= O
|
| O
| =
|
|
|
|
|
i |
Disconnect ! | O
(Optional) e
TOP VIEW
ISOMETRIC VIEW
47.22
40.50 18.19 26.90 ~2.13
— T T 20
-] | o
24.96 21.96 T |)>
i L —Sight Glass ° (CI I °|17.97
24.96
o o’ | : |)> :
/O 1 ; o o o [} o
: R ] | N
3/4" NPT \—Condenso’re 3.00
Gas Connection
FRONT VIEW RIGHT VIEW

Model: GH-INSI300
Drawing Type: Unit Dimension
Version: JAN24

Vidl RenewAire

:l” Energy Recovery Ventilation



	Sheet1
	Drawing View1


